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PLAN-TRAY SUPPORT AT PP-32

15 KV

(SIMILAR FOR LOCATION AT PP 50, PP 80 and PP-110)
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SHEET NOTES:
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prsT| county | route | SLFQYETER ROSTISHEETI JRTAL
04| SF 80 13.2/13.9 3223F§11204

2/22/08
REGISTERED ELECTRICAL) ENGINEER DATE

PLANS APPROVAL DATE
PB AMERICAS, Inc.
A Parsons Brinckerhoff Company

303 Second St., Sufte TOON
San Francisco, CA  94107-1317

The State of California or its officers or agents shall not be responsible for
the accuracy or completeness of electronic copies of this plan sheet.

Caltrans now has a web site! To get fo the web site, go to http:/ /www.dol.cagov

Type 1, for cable tray supports details, see
AS sheets.
Type II, for cable tray supports details, see
AS sheets.

Type V, for cable tray supports details, see
AS sheets.

Type VI, for cable tray supports details, see
AS sheets.

The Contractor to provide cable tray support
at each ends of cable tray fitting as required.

Type VI1I, for cable tray supports details,
see AS sheets.

Type VIIA, for cable tray supports details,
see AS sheets,

Type g]]B for cable tray supports details,
Com‘rocfor to provide approved type of sealing

compound after cables are pulled. Empty
conduits shall have threaded cap at both ends.

Non Cqltrans Scale 1:50 /A\ 12/22/08| SERVICE PLATFORM ELECTRICAL CHANGES| RG | FW | 55 NI Pt E Sl fratvirir et iane
Utilities A 02/25/08 CABLE TRAY CHANGES ™ ’gg 4251 stiffener. The Contractor shall provide strut
VARK | DATE DESCRIPTIONS av o blccos channel for support installed in field.
REVISIONS <:> The Contractor shall provide strut channel on [
top of stiffener for conduit support and
CONTRACT CHANGE ORDER NO. installed in field.
SHEET OF <:> The Contractor to provide insulated grounding
bushing at each end of the conduit.
<:> The Contractor to provide secondary supporT
/Fa\see Detail 1 installed in field, see Detail 3 on dwg. E-207D.
\32 /sheet E-206 For cable tray numbers to PP 50, PP 80
@ e Tr and PP 110, see sheet E-114B.
Cable Trays Caoble Tragys
Top to Bottom 1752 Top to Bottom @ For cable tray support see AS-Sheets.
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(Typical Cable Tray Support and Crossbeam) 2 S
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